
1 2 3 4 5 6 7

C

A

D

E

6
A401

3
A401

5
A401

7
A401

4
A401

SEMINAR ROOM
508

CLASSROOM
506

CLASSROOM
505

CLASSROOM
515

FACULTY
MEETING ROOM

509

GROUP STUDY
514B

GROUP STUDY
514A

STUDENT
COMMON AREA

514

GROUP STUDY
514D

GROUP STUDY
514C

A/V ROOM
517

CLASSROOM
516

MOOT
COURTROOM/
AUDITORIUM

518

SEMINAR ROOM
507

LOCKERS
501

STUDENT
COMMON

513

1

2
3

8'-6"

8'-6"

8'-6"

8'-6"

8'-6"

8'-0"

9'-0"

9'-0"

9'-0"

9'-0"

9'-0"

9'-9"9'-9"

5

5

10

10

9'-0"

1
A401

2'-
10

"

1'-
9 5

/16
"

2'-8 7/8"

EQ

EQ

EQ

EQ

11'-5 1/2"

11'-1 3/16"

11'-5 1/2"

8
EQ EQ EQ EQ EQ EQTYP

1'-6"
TYP
1'-6"

3'-0 3/8" 4'-0" 4'-0" 4'-0" 4'-0" 4'-0" 4'-0" 2'-11 5/8"

6

6

R
 2

9'
-0

"

8'-6"

10'-0"

10'-6"

10'-6"

10'-6"

10'-6"

B

S

S

S

S

S

S

S

S

S

S

S

S

S S

S S S S S S S

9'-9"

9'-9"

9'-0"

S S S S S

S S S S

S

S S S S S

S S S S S

S S S

S S S

S S S S S

S S S S SS S

S S S S SS S

S S

S

S S

2'
-5

 3
/8

"EQ

EQ

EQ

1'-9 5/8"
EQ EQ

5
A801.2

Sim

4
A801.2

Sim

4
A801.2

Sim
4

A801.2

Sim

6

9

4
A801.2

Sim

6
9'-6"

9'-9"

13

13 JUDGES
CHAMBER

524
2
3

10
A401

TY
P.

1'
-8

"

9'-6"

9'-6"

10'-1"

14

10'-0"

8'-0"

10'-0"

CE
IL

IN
G

 S
LO

PE
S

CE
IL

IN
G

 S
LO

PE
S

5

5

1

1

1 1

1 1

REFLECTED CEILING PLAN LEGEND

2x4 FLUORESCENT LIGHT FIXTURE

RECESSED CAN LIGHT

EXIT LIGHT WITH DIRECTIONAL ARROW

SURFACE MOUNTED LIGHT

SUPPLY DIFFUSER

LAY-IN ACOUSTICAL CEILING

GYPSUM BOARD CEILING OR SOFFIT

LINEAR DIFFUSER

XXX ROOM NUMBER

RETURN AIR GRILLE

XXX ROOM NAME

1x4 FLUORESCENT LIGHT FIXTURE

2x2 FLUORESCENT LIGHT FIXTURE

TRACK LIGHTING

EXIT LIGHT

NOTE: COORDINATE ARCHITECTURAL REFLECTED CEILING PLANS WITH THE
MECHANICAL AND ELECTRICAL DRAWINGS FOR NUMBER OF, AND LOCATIONS.
OF, AND TYPES OF FIXTURES AND GRILLES.  NOT ALL ITEMS SHOWN ON LEGEND
MAY BE PRESENT IN PROJECT.

PENDANT LIGHT FIXTURE

WALL-HUNG COVE LIGHTING

AREA  NOT IN SCOPE OF WORK

WALL-HUNG SCONCE

FLUSH CEILING SPEAKER, REFER TO
TECHNOLOGY DRAWINGS.S

CEILING MOUNTED A.V. PROJECTOR,
REFER TO TECHNOLOGY DRAWINGS.

CEILING MOUNTED PROJECTOR SCREEN,
REFER TO TECHNOLOGY DRAWINGS.

REFLECTED CEILING PLAN KEYNOTES

1. CEILING OPEN TO EXISTING STRUCTURE.

2. EXISTING CEILING TO REMAIN.    PATCH AND REPAIR AS NEEDED.

3. EXISTING LIGHT FIXTURES TO REMAIN. PRESERVE AND PROTECT
DURING CONSTRUCTION.

4. MAIN LOBBY LAYOUT PER SECOND FLOOR REFLECTED CEILING PLAN.

5. SLOPE CEILING CONSISTENT WITH RAMP BELOW.

6. GYPSUM BOARD BULKHEAD/SOFFIT PAINTED TO MATCH ADJACENT
WALL.

7. EXISTING SOFFIT TO REMAIN. PRESERVE AND PROTECT DURING
CONSTRUCTION.

8 GYPSUM BOARD ENTRY SOFFIT PAINTED PER FINISH SCHED.

9. ALIGN

10. VERTICAL OPPERABLE WALL.

11. WALL-HUNG COVE LIGHT PER SCHED.

12. PROVIDE WALL MOUNTED WALL SCONCE.  SEE ELEC. DWGS.

13. PROVIDE NEW PENDANT LIGHT FIXTURES.  SEE ELEC. DWGS.

14. MATCH CEILING HEIGHT OF EXISTING ADJACENT CEILING.
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