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m LOBBY & RESTROOM - POWER PLAN - NEW WORK
FP2.1 SCALE: 1/4" = 1'-0"
1. REFER TO DRAWING EO.1 FOR ELECTRICAL GENERAL NOTES, GENERAL DEMOLITION NOTES, LEGEND AND ABBREVIATIONS. REFER @ FURNITURE MOUNTED POWER/COMMUNICATION OUTLET. COORDINATE WITH ARCHITECT FOR EXACT LOCATION AND MOUNTING
TO DRAWING E5.1 FOR PARTIAL POWER RISER DIAGRAM AND PANELBOARD SCHEDULES. HEIGHT PRIOR TO INSTALLATION.
2. IN SCOPE OF WORK AREA, ALL ELECTRICAL DEVICES SHOWN WITH A SUBSCRIPT LETTER ”E” ARE EXISTING TO REMAIN AND @ FOR ELECTRIC HAND DRYER. RUN 2#10 + 1# 10G. IN 3/4” C. TO PANEL INDICATED. SEE ARCHITECTURAL DRAWINGS FOR
WITH OR WITHOUT *N” ARE NEW TO BE PROVIDED. EXACT LOCATION AND EQUIPMENT HEIGHT PRIOR TO ROUGH—IN AND WIRING.
3. PROVIDE NEW BRANCH CIRCUIT WIRING AS SHOWN TO ACCOMMODATE NEW CONSTRUCTION. @ JUNCTION BOX FOR EWC. RECONNECT TO THE EXISTING CIRCUIT. CONTRACTOR TO TRACE EXISTING CIRCUIT & REPLACE
EXISTING BREAKER TO GFI C.B.
4. REFER TO ARCHITECTURAL DRAWINGS, ELEVATION AND DETAILS FOR EXACT LOCATION OF ELECTRICAL DEVICES.
@ NEW OUTLET AT EXISTING LOCATION OF EXISTING OUTLET TO BE REPLACED. RECONNECT THE EXISTING CIRCUIT IN PLACE.
5. REFER TO MECHANICAL AND PLUMBING DRAWINGS FOR EXACT MECHANICAL AND PLUMBING EQUIPMENT LOCATIONS.
@ JUNCTION BOX POWER CONNECTION TO TOILETS FLUSH & SINK SENSORS. PROVIDE FINAL CONNECTION TO EACH UNIT AS
REQUIRED.
@ JUNCTION BOX UNDER COUNTER FOR GARBAGE DISPOSER (2HP—208V,18). AND MANUAL CONTROL SWITCH, MOUNTING @ 42”
AFF. COORDINATE WITH ARCHITECT FOR EXACT LOCATION, MOUNTING HEIGHT AND CONTROL REQUIREMENTS PRIOR TO
INSTALLATION.
@ RECEPTACLE FOR REACH-IN REFRIGERATOR. COORDINATE WITH EQUIPMENT VENDOR FOR EXACT NEMA CONFIGURATION PRIOR TO
INSTALLATION..
RECEPTACLE FOR ICE MAKER. COORDINATE WITH EQUIPMENT VENDOR FOR EXACT NEMA CONFIGURATION PRIOR TO INSTALLATION.
@ UNLESS OTHERWISE NOTED, ALL EXISTING ELECTRICAL & TELECOM DEVICES IN THIS ROOM ARE TO REMAIN IN PLACE.
FINAL COORDINATION WITH ARCHITECT AND AV VENDOR FOR ALL WIRING REQUIREMENTS FROM ALL TV LOCATIONS TO THE
MANAGER OFFICE.
UNLESS OTHERWISE NOTED ALL ELECTRICAL DEVICES SHOWN ON PLAN ARE NEW TO BE PROVIDED.
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THE CAMPUS AUDITORIUM
BUILDING 46E OF THE
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